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PLACE DRAIN ROCK
FROM FOOT OF HYD
TO 6” ABV DRAIN
ROCK

VANCOUVER STYLE
910 VALVE BOX TOP
SECTION 18" LENGTH
VALVE BOX LID
EMBOSSED WITH WORD
"WATER”
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NOTES:

1. APPLY MAIN TEST PRESSURE AGAINST CLOSED
HYDRANT MAIN VALVE (NOT THROUGH THE HYDRANT).

2. FIRE HYDRANT SHALL BE WATEROUS PACER WB—67
250 WITH INTEGRAL 5" STORTZ ADAPTER.
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